
OFA RATIO SEL ECON OUT 02 02 Average
1COAX~ 172B 1COAXI187A test grid

No Overfire Air (5% leakage) % % %
Test # 16 (Day4-Tl) 9/9/03 Tue 7:30 4.7 3,2 %~ 4.2
Test # 1 (Dayl-T!) 9/6/03 Sat 8:15 5.3 3,1 ~,,~ 3.9
Test#6 (Day2-T1) 9/7/03 Sun 7:45 4.9 ~ 2.6 ~ 3,2
Test # 12 (Day3-T2) 9/8/03 Men 10:30 4.5 2.1 ~oO 2~6
Test # 13 (Day3-T3) 9/8/03 Men 12:30 ~ 1.7 \o~ 2.0
10% Over/ire Air (113 dampers open)
Test # 15 (Day3-T5) ~ 9/8/03 Men t6:15 8.4 3.3 ~ 4~2
Test # 2 (Day1 -T2) ~:~ 9/6/03 Sat 10:15 10,8 3.0 ’~o© 3.5
Test#7(Day2-T2) ,~’~ 9/7/03Sun 9:45 8.8 ~ 2.53%
Test # 11 (Day3-T1) ~’~ 9/8/03 Men 8:! 5 9.0 1,9 ~© 2.7
Test # 14 (Day3~T4) ~> 9/8/03 Men 14:30 8.1 1,7 \°% 2.0
12% Overrate Air {2/3 dampers throttled)
Test # 18a (Day4-T3) ~" , 9/9/03 Tue 14:15 11,3

~" <~
3.7

Test # 4 (Day1-T4) ~ 9/6/03 Sat 14:15 11.9 © 3,5
Test#5(Dayl-T5) ~, 9/6/03Sat 15:45 t2.0 ~ 2,5 ~ 3.0
Test # 10 (Day2-T5) ’,~ 9/7/03 Sun 17:00 8.7 1.9 ~ 2.5
14% Over/ire Air (2/3,~ampers open)
Test# 17 (Day4-T2) ~ 9/9/03Tue 9:45 11.3 3,8 %~ 4.6
Test # 3 (Dayl-T3) ~ 9/6/03 Sat 12:30 14,5 2,7 %~ 3.4
Test#8~Day2-T3) 9/7/03Sun 13:05 12,7 ~ 2~4 %~ 3,2
Test # 9 (Day2-T4) 9/7/03 Sun 15:15 12,6 2,0 ~ 2,6
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